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Figure 9
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WIRELESSLY CONTROLED CIRCUIT
TESTER WITH BUILDING LAYOUT
INFORMATION INTEGRATION AND
METHOD OF USE

CROSS-REFERENCE TO RELATED
APPLICATIONS

This application claims benefit of provisional application
No. 61/716,948 filed Oct. 22, 2012 and is a continuation of
pending application Ser. No. 13/933,031 which is a divisional
of prior application Ser. No. 12/752,276, filed Apr. 4, 2010
and issued as U.S. Pat. No. 8,493,060 on Jul. 23 2013, which
is continuation of pending application Ser. No. 11/670,089,
filed Feb. 1, 2007, which is a continuation-in-part of applica-
tion Ser. No. 10/997,009, filed Nov. 24, 2004, which issued as
U.S. Pat. No. 7,327,274 on Feb. 5, 2008, and which claims the
benefit of provisional application No. 60/525,004, filed Nov.
25, 2003.

BACKGROUND OF THE INVENTION

The invention is applicable to the field of test equipment for
electrical power circuits.

DESCRIPTION OF THE RELATED ART

Both commercial and residential buildings include electri-
cal circuits that power lights, appliances, and consumer elec-
tronics. Buildings generally have a common access point
such as a circuit breaker panel that provides a hookup to the
power utility tap. Electric power is distributed throughout the
building on or with electrically isolated circuits to various
rooms in the building. The circuit breaker panel comprises a
plurality of electromechanical switches that connect each
isolated circuit to the power utility tap. Electric power from
each electrical circuit is accessed at a plurality of plug recep-
tacles or wires connected directly to ballasts.

When a building is constructed, it is common to plan and
label the circuits together with the circuit breakers. Despite
that best practices are to preserve the plan and labeling of the
circuits, it is common to lose the plan or the labeling showing
which circuits in the building are associated with which cir-
cuit breakers. Loss of the plan or the labeling generally makes
subsequent changes more difficult and hence more costly.
Accordingly, it is desirable to quickly determine which elec-
trical circuits are associated with which circuit breakers.

Each of the following United States patents or publications
presents a solution to the above problem: U.S. Pat. Nos.
3,623,142; 3,982,181; 4,121,152; 4,491,785; 4,556,839,
4,642,556, 4,906,938; 5,497,094, 5,969,516; 6,054,931,
6,166,532, 6,222,358; and 20060033485. Still, none disclose
or suggest the following invention.

BRIEF SUMMARY OF THE INVENTION

The present invention comprises an electrical circuit tester
which is useful for determining information about electrical
power circuits. The tester includes at least one load variation
device and a testing station. The testing station includes at
least one electrical current transducer capable of detecting the
load current conditions in an adjacent electrical power circuit.
The load current conditions are input to the testing station and
a load variation device detection function, which detects the
load conditions on the adjacent electrical power circuit and
particularly, the load conditions imposed by the at least one
load variation device.
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Accordingly, it is an object of the invention to provide an
electrical circuit tester including a variable load connected
between a live contact and a neutral contact; at least one
electrical current transducer having a transducer output, the
electrical current transducer functionally coupled to the vari-
ableload; and a portable testing station comprising, a variable
load detection function in communication with the transducer
output, and a display device in communication with the trans-
ducer output; whereby, the variable load detection function
identifies the variable load and displays a representation of
the identified variable load on the display device.

It is a further object of the invention to communicate
remotely with a portable display terminal. As such, it is an
object to have an electrical circuit tester, comprising: a load
variation device, including a variable load connected between
a live contact and a neutral contact; a portable display termi-
nal; at least one electrical current transducer in communica-
tion with the variable load and having a transducer output;
and a testing station further comprising; a transducer input in
communication with a memory device the memory device in
communication with the portable display terminal.

Finally, it is an object of the invention to test an electrical
circuit by coupling a variable load to an electrical circuit by
coupling the variable load across the hot and neutral wires of
the electrical circuit; inducing magnetic flux in the electrical
circuit by varying the variable load; functionally coupling a
transducer transformer to the electrical circuit by positioning
the transducer transformer in the magnetic flux; sensing the
induced magnetic flux; and communicating the sensed mag-
netic flux to a display device. It is a further object to commu-
nicate the sensed magnetic field over a wireless link to a
portable display terminal.

BRIEF DESCRIPTION OF THE DRAWINGS

FIG. 1 illustrates a logical block diagram of an electrical
circuit testing station 10 coupled to transducers that are func-
tionally coupled 3 to electrical conductors 21 accessible at a
circuit access panel 5. Load variation devices 12 are coupled
to electrical power circuits 21 at plug receptacles 26.

FIG. 2a illustrates a first commercially available trans-
ducer 13 that couples to an electrical conductor 21.

FIG. 25 illustrates a second commercially available trans-
ducer 13 that couples to an electrical conductor 21.

FIG. 3 illustrates a circuit access panel 5 having circuit
breakers 52 and at least two transducers 13 functionally
coupled to the conductors 21 associated with the circuit
breakers 52.

FIG. 4 illustrates a circuit testing station in a protective and
portable case 50 for transport, storage and use of the circuit
testing station 10.

FIG. 5 illustrates a logical block diagram of an exemplary
implementation of the circuit testing station 10. It is preferred
that the portable display and control terminal 600 and/or the
display 204 of the testing station each feature touch screen
features.

FIG. 6 illustrates an exemplary implementation of a load
variation device 120.

FIG. 7 illustrates an exemplary implementation of a por-
table display and control terminal 600 for communicating
with, controlling, and/or viewing the data captured by the
circuit tester station 10.

FIG. 8 illustrates two access panels with networked or
interconnected 152 combiners 150 to aggregate and reduce
the run-length of current transformer conductors 132.
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FIG. 9 illustrates transducers 13 in the form of current
transformers connected to conductors 132 having a detach-
able electrical connector 134 interposed between conductors
132.

FIG. 104 illustrates a portion of a floor plan, blueprint, plan
or building image 300. Incidences of access to electrical
circuits,, such as lighting ballasts (e.g. “LB8” or “L.8”") 27 and
wall floor box electrical outlets 26 may exist on the building
image 300 or be added by selecting and dragging a outlet or
ballast representative icon 380 to the location on the building
image associated with the physical location in the building. A
portion of the building image 302 shows the result of identi-
fication or distinction (i.e. color coding and connection or
linking) and visual display of at least one distinct electrical
circuit on the portable display terminal 60.

FIG. 105 shows the building image 300 after completion of
the processes described (see e.g. FIGS. 11 and 12) and shows
identification or distinction and display of distinct electrical
circuits,, 302, 304, and 306 such as by color-coding and
linking or connection of the distinct electrical circuits,,.

FIG. 11 illustrates a flow diagram for the load variation
detection function.

FIG. 12 illustrates a flow diagram of a process to integrate
circuit testing and/or tracing facilitated with use of subject
building image 300 within a portable display and control
terminal 60 to run the processes described and display a
building image 300 (see FIG. 10) and the identified distinct
circuits (e.g. 302, 304, and 306) on the building image 300.

DETAILED DESCRIPTION OF THE
EMBODIMENTS

The circuit tester (“tester”) described herein is designed to
be used to test or determine useful information regarding a
power distribution network. For the purposes herein, a power
distribution network comprises at least two electrically iso-
lated electrical power circuits that derive power from a com-
mon source such as a utility company source. Further, power
circuits are ordinarily, but not necessarily, coupled by elec-
trical conductors 21 (e.g. wire) to a common circuit access
panel 5. The circuit access panel 5 provides a common and
convenient access point for accessing and testing the electric
power distribution network. FIG. 1 illustrates a logical block
diagram of the electrical circuit tester 10 and the components
of'a power distribution network.

FIG. 1 illustrates “N” electrical power circuits as Electrical
Circuit,, Electrical Circuit,, . . . Electrical Circuit,, where
“N” is equal to the total number of electrical power circuits,
coupled by conductors 21, to the circuit access panel 5. One or
more of the electrical power circuits may provide electrical
power for electrically powered devices such as lights, heaters,
motors, and ballasts (not illustrated). Further, each of the
electrical power circuits in the electric power distribution
network are accessible via a plurality of access points, such as
plug receptacles 26, for accessing and deriving power from
the electrical power circuit to which it is connected.

The standard circuit access panel 5 comprises a physical
organization of a plurality of electro mechanical switches that
each provide a junction between each of the electrical power
circuits and the utility tap providing the common source of
electric power to the electric power distribution network. A
typical electro mechanical switch is a circuit breaker 52 and a
typical physical organization of the plurality of circuit break-
ers 52 comprises a stack or column in a panel 5. Each circuit
breaker 52 is associated with an electrical power circuit,
which is a convenient place to access, couple, or connect to an
electrical power circuit. It is noted however that alternative
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4

circuit access points may be more practical depending on the
particular situation or information desired to be collected by
the tester. Using the tester allows the operator to determine
useful information about each electrical power circuit and
learn which receptacles 26 and conductors 21 are associated
with which circuit breaker 52, and hence which electric power
circuit.

Still referring to FIG. 1, the electrical circuit tester com-
prises, a circuit testing station 10 removably and functionally
coupled 3 to one or more of the electrical power circuits. The
tester also includes at least one load variation device 12 that is
removably coupled to one or more of the electrical power
circuits. A portable display and control terminal 60 permits
wireless remote access and control of the testing station 10.
Preferred coupling points for the electrical power circuit are a
receptacle 26 and a conductor 21 located at or near the circuit
access panel 5. Particularly, the load variation device 12 pref-
erably couples to a receptacle 26 and the testing station 10
preferably couples to a conductor 21 near the panel 5. The
load variation device 12 includes a connector 126, typically
but not necessarily a two or three-prong plug 126, which is
compatible and capable of being coupled to the receptacle 26
of' the electrical power circuit 2. Moreover, it is preferable to
include several load variation devices 12 with the circuit
testing station 10 to enable testing or identifying multiple
power circuits in programmable sequence.

FIG. 9 illustrates combiners 150 that reduce the number of
individually jacketed and shielded conductor 132 cables run-
ning from each panel 5 to the test station 10. The combiners
may be held above the floor at the panels 5 or placed on the
floor (not shown) beneath the panels 5. If held in place held
above the floor at the panels 5 the combiner 150 case may
have a hook or ridge extending substantially perpendicularly
from the rear of the combiner 150 from which it can be hung
on the panel 5 frame. Alternatively, a magnet of sufficient
strength to hold the combiner 150 may be magnetically
attached to the rear of the combiner 150 and attached to the
panel 5 metal frame.

The preferred load variation device 12 presents a distin-
guishable load characteristic on an electrical power circuit 2
that permits identification by the testing station 10 of the load
variation device 12. The preferred distinguishing load char-
acteristic comprises the imposition of a change to the existing
steady state power condition of the power circuit of signifi-
cance such that the distinguishable load characteristic of the
load variation device 12 is detectible independent of whether
or not there are existing constant or variable loads present on
the power circuit. Accordingly, the tester is used without
disturbing or having to power-down the devices coupled to
and drawing power from the circuit.

A preferred distinguishable load characteristic comprises a
pulsed load condition with pulse waveform characteristics
that are known and identifiable or detectable by the testing
station 10. Further, the pulsed load condition is maintained
for a time sufficient to permit identification by the testing
station 10. An exemplary pulsed load condition comprises a
relatively significant power draw or load current for a finite
period of time. Accordingly, the pulse may have a single
occurrence and be of a particular duration, or the pulse may
occur more than once, and/or occur on a periodic basis. A
preferred value for the relatively significant power consump-
tion is the power associated with a load current of about 0.1
amperes to 10 amperes, however, the preferred load current
may be as little as 0.001 amperes and as much as 10,000
amperes. Ultimately, the preferred distinguishable load char-
acteristic specified or used with the tester is that value of
imposed load current that is capable of being detected by the



US 9,354,256 B1

5

software and the components of the circuit testing station 10.
Additionally, if multiple load variation devices 12 are used, it
is preferable to enable that each load variation device 12 has
aunique load characteristic so that each load variation device
12 is distinguishable by the testing station 10 from the other
load variation devices 12. Accordingly, in FIG. 1, each load
variation device (i.e. Load,, Load,, and Load,,) is identifiable
by the testing station 10 by its unique and distinguishable load
characteristic.

The testing station 10 is preferably housed within a case 50
that secures and protects the circuit testing station 10 elec-
tronics from the outside climate. The circuit testing station 10
draws electric power for its electronics by coupling to a
source of electric power using a standard plug receptacle 54.
Inside the case 50 is a power supply (not shown) that distrib-
utes electrical power from the power source coupled to the
receptacle 54 to the electrical components within the case 50.
The preferred case 50 is structurally organized to promote the
portability of the circuit testing station 10. Accordingly, a
preferred structure for the case 50 comprises a “suitcase”
style structure 51, comprised of hard plastic halves 52A and
52B, respectively, which are connected together on one edge
by hinges 513, and securably connectable along on another
edge by hardware 514 commonly used to close and secure
suitcase halves. A handle 516 and/or wheels (not shown)
enable easy transport of the circuit testing station 10. The first
half 52A of the structure 51 includes a plurality of compart-
ments 512 for securely storing the plurality of load variation
devices 12. The second half 52B of the structure 51 includes
the components and electronics facilitating and implement-
ing the testing capabilities disclosed herein. Particularly, pre-
ferred components include a user accessible visual display
device 55 that is controllable by the user by buttons or knobs
551 to permit changing the displayed data and initiating and
operating the testing capabilities of the circuit testing station
10. An antenna attachment receptacle 58 facilitates wireless
communication with the portable display and control termi-
nal 60. Also included in the second half 52, but ordinarily
concealed to the user are the electronics that implement the
capabilities of the circuit testing station 10. Accordingly, the
placement of the electronic components in the drawing is for
explanatory purposes.

The circuit testing station 10 couples to at least one elec-
trical current transducer 13 that is capable of being function-
ally coupled 3, or that is functionally coupleable 3, to a
conductor 21 associated with electrical power circuit. The
electrical current transducer 13 preferably functionally
couples 3 to the conductor 21 near or at the circuit access
panel 5. In FIG. 1, functional coupling 3 of the transducer 13
and a conductor 21 is represented by complementary up and
down arrows (i.e. “? |”). The transducer 13 includes a trans-
ducer output 142, which couples, using a transducer conduc-
tor 132, to at least one transducer input 141 associated with
the circuit testing station 10. For the purposes of this descrip-
tion the transducer 13 functionally couples 3 to a conductor
21 by detecting or sensing the current in the conductor 21.
Moreover, unless otherwise expressed, the transducer 13 may
functionally couple 3 to the conductor 21 associated with the
electric power circuit using any technique that permits the
detection ofthe current flowing in the conductor 21. It follows
that the transducer 13 may couple magnetically, electrically,
or by detecting a radiation, such as heat or infrared energy, to
a conductor 21 associated with an electric power circuit 2.
Finally, it is preferable that the transducer 13 detect the
changes in load current in the electrical power circuit conduc-
tor 21 induced by a load variation device 12 as described
herein.
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A firsttype of a transducer 13 that functionally couples 3 to
an electrical power circuit conductor 21 uses magnetic field
coupling between the transducer 13 and the conductor 21. A
preferred transducer 13 according to this embodiment
includes a transducer transformer 131 and a transducer con-
ductor 132. Magnetic field coupling the transducer trans-
former 131 to the conductor 21 comprises locating the trans-
ducer transformer 131 in the magnetic field generated by, or
associated with, the electrical power circuit conductor 21.
FIGS. 24-2b illustrate transducers 13 including a transformer
131 particularly well suited for magnetic field coupling as
described herein. The transducers 13 comprise a hinged 134
split or solid core transformer loop that can be opened (not
shown) and closed around a conductor 21. As illustrated, the
transformer 131 encircles, or is located around, the electrical
power circuit conductor 21. Further, the illustration shows the
transducer 13 coupled relatively close to the circuit breaker
52. The position of the transformer 131 in relation to the
conductor 21 generates induced detectable current in the
transducer conductor 132 that is representative of the current
in the conductor 21. It is preferred that the transducer 13
produce output current in the transducer conductor 132 cur-
rent that is proportional to the detected current flowing in the
conductor 21 associated with the electrical power circuit. A
transducer 13 that produces output current proportional to the
detected current flowing in the conductor 21 is also known as
a current transformer.

FIG. 3 illustrates positioning of transducers 13 at or near
the access panel 5. The preferred manner of locating the
transducer 13 in the magnetic field generated by, or associated
with, the electrical power circuit conductor 21 comprises
encircling or locating the transformer of the transducer 13
around the cross sectional perimeter of the electrical power
circuit conductor 21. The side face plate of the circuit access
panel 5 is removed to expose the conductors 21 associated
with the distinct electrical power circuit conductors 21 for
each electrical power circuits. Locating the transducer 13
around the electrical power circuit conductor 21 comprises
locating the transducer transformer 131 of the transducer 13
in the magnetic field generated by the current flowing in the
electrical power circuit conductor 21. Exposure to the mag-
netic field as described causes functional coupling 3 of the
transducer 13 and the electrical power circuit.

Functional coupling 3 of the transducer 13 and the electri-
cal power circuit causes induced electric current to flow in the
transducer conductor 132 coupled to the transducer trans-
former 131. The induced electric current is ultimately output
to components in the circuit testing station 10. Moreover, a
separate transducer 13 can be used with each electrical power
circuit and associated conductor 21 to enable the multiple
induced electric currents associated with the several load
variation devices 12 to be detected. Yet another embodiment
of a transducer 13 (not shown) uses an infrared sensor to
detect radiation associated with the current flowing in the
electrical power circuit conductor 21. The infrared transducer
13 includes an infrared lens that detects temperature changes
associated with the varying load condition induced by a load
variation device 12.

The plurality of transducer conductors 132 preferably con-
verge to a combiner or junction box 150. See FIG. 8. The
combiner 150 aggregates the transducer conductors 132 to
one or larger bundle of conductors 152 to eliminate the weight
and bulk associated with separate or individual transducer
conductors 132. More specifically, the conductors 132 asso-
ciated with a particular access panel 5 are aggregated at or in
a combiner 150 proximately located at, or removably attach-
able, to the access panel 5 frame. Further, combiners 150
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associated with distinct access panels 5 can be bundled such
as by larger bundled conductors 152 and connected or net-
worked to the circuit testing station 10. See FIG. 8. Alterna-
tively, the combiner 150 may be connected by a wireless link
(not shown) to the testing station 10. The combiner 150 may
include a hook or ridge 133 extending substantially perpen-
dicularly from the rear of the combiner 150 and from which
the combiner 150 can be hung on the access panel 5 frame.
Additionally, as shown in FIG. 9, the transformer conductors
132 can be bundled into a plurality of conductors 133 for
connection between the current transducers 13 and the com-
biner 150 or directly to the testing station 10 (not shown).
Detachable electrical conductor connectors such as shielded
paired disconnect (e.g. male and female disconnects) 134 are
preferably interposed in the conductor 132 between the trans-
ducer 13 and the combiner 150 (or test station 10).

The transducer 13 detects the electrical current flowing in
the electrical power circuit conductor 21 to which it is
coupled and generates a known linear output that is represen-
tative of the current flowing in the conductor 21 to which it is
coupled. Moreover, it is preferred that each transducer output
142 comprise a differential output signal that is coupled or
coupleable to a transducer input 141 of the testing station 10.
It follows that the preferred means to couple the transducer 13
to the input(s) is a conductor 132 having paired complemen-
tary conductors to minimize amount of common mode noise
detected and displayed in the scaled representation of the load
current in the power circuit. Further, the testing station 10 has
several transducer inputs 141, represented as: {input, _, ; , .
1; where N is the number of circuits to be tested}, which
permits that a plurality of transducers 13 and load variation
devices 12 can be concurrently used with the testing station
10.

It is preferred that each of the transducer input circuits 141
include an analog to digital converter that converts the analog
transducer output 142 into a digital representation (i.e. cir-
cuits,, [0:N]), which is mapped to at least one memory 22
location. Storage of the load current data input in memory 22
permits the testing station 10 to display or graph the historic
or real time transient load condition of each power circuit.
Storage of the load current data input into memory 22 also
enables the programmable controller 20 to perform math-
ematical operations on the sensed load condition. More par-
ticularly, by comparing the sensed load conditions on an
electric circuit to specific amplitude and transient conditions
representing each load variation device 12, the testing station
10 may detect each load variation device 12 and indicate with
which electrical conductor 21 it is associated.

Within the testing station 10, a data representation of each
power circuit current, represented as “Circuits,, [0:N]” in
FIG. 1, is coupled to a load variation detection function 16,
which is represented as a load variation detection circuit or
load variation detection program since it is appreciated that
the load variation detection function 16 can be implemented
using electronic devices or by electronic devices controlled
by a software program, or in a combination thereof. Accord-
ingly, the load variation detection function implementation is
subject to a design choice provided that the implementation
enables the testing station 10 to detect and distinguish each
load variation device 12. Preferred designs of the load varia-
tion detection function 16 will include a filtering function
which can be implemented in a variety of manners including
software or hardware filters, or edge detection circuits. The
filtering function permits the circuit testing station 10 to dis-
tinguish between the plurality of load variation devices 12
and other loads present on an electrical power circuit 2.
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In a software or hardware filter implementation of the load
variation detection function 16, the filter design passes and/or
amplifies a particular frequency, or a range of particular fre-
quencies, associated with the pulses that a particular load
variation device 12 applies to a electrical power circuit 2. The
filter also attenuates and/or discriminate against frequencies
or periods other than the particular frequency or period of
load variation detection device 12 pulses desired. In this
implementation, a plurality of software or hardware filters are
designed, and each software or hardware filter is designed to
pass the distinguishing load variation frequency or period of
one load variation detection device 12 and attenuate the other
load variation frequency or period.

In an edge detection implementation, the load variation
detection function detects load pulse durations and load pulse
edge transitions. A characteristic load condition associated
with one load variation device 12 comprises at least one initial
transitional edge and a subsequent transition edge. Further, it
is preferred, but not necessary, that the subsequent transition
edge will be the opposite polarity of the initial transition edge.
Further, it is expected that at least another subsequent transi-
tional edge will occur at a predetermined time interval known
to the testing station 10.

One embodiment of the load variation detection function
16 is to include a load pulse threshold detector and a pulse
duration counter. The load pulse threshold detector includes a
pulse amplitude detector that qualifies or measures the ampli-
tude and the polarity of each pulse of load current in the
conductor 21. If the pulse amplitude, as measured by the
initial transition edge, is of the proper polarity and of suffi-
cient or correct magnitude, the pulse duration counter is
started. If the load current pulse is of sufficient duration (i.e.
not the result of a noise spike on the conductor 21), the pulse
duration counter is stopped or reset when the subsequent
transition edge of the load pulse is detected. Additionally, the
pulse duration counter may measure the time lapse between
load pulses to determine the period of the load current pulses.
Accordingly, ifa load current pulse of appropriate magnitude,
polarity and duration is detected, the testing station 10 may
store the result, alert the user, trigger an alarm, and/or transmit
the load current pulse detection to the portable display and
control terminal 60. Accordingly, by programming the ampli-
tude, the polarity, and the duration of each load pulse for each
load variation device 12 into the tester station 10, a user can
identify each of the plurality distinct load pulse characteris-
tics associated with each load variation device 12.

The load variation detection function 16 is coupled to
memory 22 and a display device 24 which displays a visual
representation of the current flowing in the electrical power
circuit 2 to which the load variation device 12 is coupled. By
viewing the display device 55, the operator of the tester
described herein can observer whether a particular receptacle
26 such as an outlet or ballast is associated with a electrical
circuit breaker 52, which is also associated with a particular
electrical circuit. Further, because the load variation detection
function 16 is designed or programmed to identify the plural-
ity of load variation devices 12, the operator may observe and
distinguish between each load variation device 12.

FIG. 11 illustrates a flow chart of an implementation of the
process for identitying and distinguishing the load character-
istic(s) associated with a load variation device 12 (Load,,).
After a start 202 of the program, which will include a boot up
of the operating system on the programmable controller 20,
the load variation detection software program is loaded into
memory and run by the operating system of the program-
mable controller 20. The software program begins collecting
and storing data 208 for the electrical circuits,, for display 210
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and/or future reference in mathematical operations. The soft-
ware program also monitors the load current in circuit,,, and
upon the detection of a load current transitional edge of cor-
rect polarity, starts a load pulse duration counter 220. If the
load current pulse is maintained for a sufficient duration 230,
the software program identifies the circuit to which the load
variation device 12 is connected 240. Further, although not
shown in the flow diagram, the software program can con-
tinue to monitor to see if a subsequent edge transitions also
match the conditions of the same Load,,, which would iden-
tify periodic load current pulse trains. The software program
also transmits the identified circuit,, and a Load,, 250 to the
portable control and display terminal 60. Finally, if all the
circuits,, are identified and matched with Load,, 260, the
software program terminates or waits for further command.
Alternatively, if all the circuits,, are not identified or matched
witha Load,,260, the software program loops 270 looking for
distinguishing load current characteristics associated with a
Load,.

The devices and processes are employable as a method and
apparatus to identify and distinguish the existing plurality of
electrical circuits in a building, and store the results within
memory, which can be used to generate an electronic or
hard-copy document exhibiting the results. The portal control
and display terminal 60 remotely controls the processes
described by FIGS. 11 and 12 and as such comprise a com-
puting device comprising at least one microcomputer or
microprocessor controlled by an operating system and having
a wireless (e.g. Bluetooth, radio frequency, infrared) or net-
worked (e.g. internet, wi-fi) link connectable to the test sta-
tion 10. Software processes including the load variation and
detection function and the building image integration process
are operated by either on the test station 10 as controlled by
the portable control and display terminal 60 or partly on the
test station 10 and partly on the portable control and display
terminal 60. As an example, the test station 10 includes a
microcomputer that can operate all the described testing,
detection and integrate the use of a building image as
described by the processes. A desktop virtualization process
is operated on a physical client comprising the portable dis-
play and control 60 that controls the test station 10 that com-
prises the hardware and software embodying the described
processes. Alternately, the described processes can be split
between the testing station 10 that performs the testing and
detection processes as controlled or commanded by a process
operating on the portable display and control 60.

As one example of an embodiment, FIG. 10q illustrates a
portion of a blueprint, space plan, floor plan, or building
image 300 loaded or imaged on the portable display and
control terminal 60 showing a two dimensional top view of
the portion of a building floor including without limitation
walled offices, hallways, or work spaces. In the physical
building, representatively correct and possibly incorrect
access points to electrical circuit,, such as terminals such as
outlets 26 and lighting ballasts 27 are illustrated as icons
within or adjacent to each physical space described or illus-
trated. If the location of the outlets 26 and lighting ballasts 27
is correct, the user may proceed to tracing or testing the
electrical circuit by the processes described. If the location is
incorrect, or if a representative icon is missing, the user can
select and drag a representative icon 380 from the portable
display and control terminal 60 display and place it on the
building image 300 at the correct location. Thereafter, the
user can proceeding with tracing or testing the electrical
circuit by the processes described. As an example, building
image portion 302 illustrates the modification of the building
image 300 based on tracing or testing results from practicing
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the processes described. Specifically, existing links between
traced and/or tested electrical circuits,, are color coded and
linked or illustrated as connected together 358.

Identifying or distinguishing the existing plurality of elec-
trical circuits in a building comprises loading 350 an elec-
tronic building image 300 on the display of the portable
display and control terminal 60. See FIG. 10a. An outlet 26 or
ballast 27 is selected or located 352 in the physical building
for connection of the known load device 12 to the outlet 26 or
ballast 27 and the user also identifies the selected or located
outlet 26 or ballast 27 within the building image 300. Con-
ductor 21 of the electrical circuit connected to the outlet 26 or
ballast 27 is loaded with the known load condition from the
known load device 12 and detected the by the tester 10 to
identify or distinguish (354 and 356) the loaded circuit from
the plurality of electrical circuits,,. The results stored 358 in
computer memory 22. Subsequently, and physically and on
the building image, a second different outlet 26 or ballast 27
is selected, located 362 (or placed by the user such as with an
icon 380) for connection of the known load device 12 to the
outlet 26 or ballast 27. The second different outlet 26 or
ballast 27 is loaded with the known load condition from the
known load device 12 and detected the by the tester 10 and the
results stored to identify or distinguish the loaded circuit from
the plurality of electrical circuits,,. If the second different
outlet 26 or ballast 27 is connected to the same electrical
circuit as a previously loaded electrical circuit, the fact is
stored in memory for recall and preferably displayed and
distinguished 358 on the display of the portable display and
control terminal 60 as shown in FIG. 10a. As a result, outlets
26 or ballasts 27 on the same electrical circuit are collectively
distinguished from outlets 26 or ballasts 27 on different elec-
trical circuits. For example, outlets 26 or ballasts 27 on the
same electrical circuit are color-coded and/or linked. If the
second different outlet 26 or ballast 27 is connected to a
different electrical circuit as a previously loaded electrical
circuit, the fact is stored in memory for recall and again
preferably displayed on the display of the portable display
and control terminal 60 as shown in FIG. 10a. The above
process repeats 360 until all the outlets 26 or ballasts 27 are
loaded and distinguished and identified or until the desired
information is obtained

Exemplary Implementation

Itis noted that the following describes an exemplary imple-
mentation of the circuit tester components and that a person of
ordinary skill in the art could modify or adapt the teachings
herein to implement the aspects of the invention differently in
either hardware, software or a combination thereof. Further,
the description of commercially available components or the
features of said components should not lead one of ordinary
skill in the art to conclude that the design is limited to the
features or limits of the disclosed components.

Certain capabilities of the testing station 10 are imple-
mented using a microcontroller to enhance the capabilities
and facilitate the design of the testing station 10. FIG. 5
illustrates a logical block diagram of the exemplary imple-
mentation. The testing station 10 includes at least one analog
input circuit 140 that is coupleable to the transducer outputs
142, and also coupled to a programmable logic controller
(PLC), a microcontroller, or a microprocessor (hereafter
“programmable controller 20”) which is operating or running
aload variation detection program 16. In the implementation,
an OpenNet™ controller from IDEC IZUMI Corporation
was used as the programmable controller 20. The program-
mable controller 20 is coupled to (or is integrated with) at
least one memory device 22, and a display 24 having user
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input 26 capabilities to control the operation of the program-
mable controller 20 and the testing station 10.

The analog input circuit(s) 140 of FIG. 5 comprises a
plurality of independent analog input circuits 140 imple-
mented on independent channel analog input cards 56 (see
FIG. 4) which are connectable and communicate with the
programmable controller 20 over a data bus 201. In the imple-
mentation, the programmable controller 20 couples to a
6-channel Analog Input Module (Part No. FC3A-AD1261)
that inputs standard four to twenty milliamp direct current (4
to 20 mA DC) current. Each transducer output 142 is coupled
to one input of each analog input card 56.

Each analog input circuit 140 includes an analog to digital
converter that translates the 4 to 20 mA DC signal from the
transducer output 142 into a digital representation of the
analog current sensed at the transducer 13 input. The digital
representation of the analog current value is written to a
memory location associated with the transducer input 141.
Moreover, in the exemplary implementation, four milliamps
output from the transducer output 142 is converted to zero
units in a digital representation, and twenty milliamps (20
mA) output is converted into four thousand (4000) units in a
digital representation. FIG. 2 illustrates the representation of
each analog electrical current representation as circuits,,
[0:N].

The transducers 13 are functionally coupled 3, with mag-
netic field coupling, to electrical conductors 21 at the panel 5.
Particularly, the transducers 13 are coupled around the elec-
trical conductors. Transducer outputs 142 are coupled to the
analog input circuits 140 and detect the distinguishable load
characteristic associated with the at least one load variation
device 12 according to the load variation and detection pro-
gram running on the programmable controller 20.

The transducers 13 of the exemplary implementation com-
prise split magnetic field coupling transducers. Particularly,
transducers 13 acceptable for use available as commercial
embodiments and include, but are not limited to, the AC
Current Transmitters from Absolute Process Instruments,
Inc. having part numbers CTX-ACR-0, CTX-ACR-1, CTX-
ACR-2 and CTX-ACR-3S, CTX-ACR-48S. The transducers
13 measure or sense true RMS AC in an associated conductor
21 up to 200 Amps AC and output standard four to twenty
milliamp (4-20 mA) Direct Current. In the exemplary imple-
mentation, the transducer 13 is coupled to the electrical con-
ductor 21 by encircling the transducer 13 the conductor 12.
Power for the transducer is provided by the analog transducer
inputs 141 of the testing station 10.

A block diagram of an exemplary load variation device 12
is illustrated in FIG. 6. The load variation device 12 comprises
a load variation circuit 120 including at least one alterable
load element that is connectable to an access point in a power
circuit. An exemplary load variation circuit 120 comprises a
time delay relay 125 connectable in series with power resist-
ers (“R”) 122 that are selected and connectable with a three
position switch 123 in alternate combinations to create the
alternate load element connected to the power circuit by a
plug 126. For example, in the illustration, with the three
position switch 123 in the position shown, three (3) power
resisters 122 will be connected across the hot and neutral
wires of the power circuit. Similarly, the three position switch
123 also has positions that will connect both one (1) and two
(2) power resisters 122 if desired. The time delay relay 125 is
positioned in the load variation circuit 120 in series to enable
the load condition to be connected to the power circuit for a
time specified by the time delay relay 125. Accordingly, the
load conditions connected to the power circuit may be altered
both in magnitude, by adjusting the three position switch 123,
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and/or in duration, by setting the time delay relay 125 to pulse
on and/or off (i.e. permit current flow) for a specified dura-
tion.

A portable display and control terminal 600 permits remote
control and receipt of information captured by the tester 10.
FIG. 7 illustrates a logical block diagram of the portable
control and display terminal 600. The terminal 600 also incor-
porates a programmable controller 620 that is configured and
programmed to allow remote control of the testing station 10
and review of the data displayed and/or captured by the test-
ing station 10. The controller 620 communicates 623 via
RS232 ports with a touch screen display device 602 and a
radio transceiver 630 equipped with an antenna 635. Power to
the terminal 600 is supplied either via battery 640 or via DC
power created by a AD/DC converter 630 that is powered by
and coupled to available electrical power by a plug.

Although the invention(s) have been described in detail
with reference to one or more particular preferred embodi-
ments, persons possessing ordinary skill in the art to which
this invention pertains will appreciate that various modifica-
tions and enhancements may be made without departing from
the spirit and scope of the claims that follow.

The invention claimed is:

1. A testing device for analyzing a plurality of circuits,

comprising:

a load variation device capable of application of a known
load to at least one of the plurality of circuits:

a plurality of current transformers capable of being respec-
tively coupled to the plurality of circuits, the current
transformers having transformer outputs;

a testing station having a plurality of inputs respectively
coupled to the transformer outputs, the inputs coupled to
at least one memory location storing at least one digital
representation of current in the plurality of circuits, the
testing station further including a load variation detec-
tion circuit capable of detection of the known load, and
a wireless transmitter coupled to a microprocessor:

wherein, the testing station is wirelessly coupleable to a
portable control and display terminal that operates the
load variation detection circuit and displays a visual
representation of the detection of the known load.

2. The testing device in claim 1 wherein,

the load variation detection circuit compares digital repre-
sentations of currents in each of the plurality of circuits
previous and subsequent to the application of the known
load to detect the known load.

3. The testing device in claim 2 wherein,

the plurality of transformer outputs are coupled to the
plurality of inputs with paired conductors.

4. The testing device in claim 2 wherein,

ananalog to digital converter translates a signal from one of
the transformer outputs into a digital representation of
analog current sensed by the current transformer.

5. The testing device in claim 1 wherein,

the current transformers comprise split-core transformers.

6. The testing device in claim 5 wherein,

the digital representation is written to a memory location
associated with the transformer.

7. The testing device in claim 1 wherein,

the plurality of current transformers are powered by the
plurality of inputs coupled to the transformer outputs.

8. A circuit tester to analyze a power distribution network,

comprising,

a load variation device capable of application of a known
load to at least one of a plurality of circuits;
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aplurality of current transformers capable of being respec-
tively coupled to the plurality of circuits, the current
transformers having transformer outputs;

a testing station having a plurality of inputs respectively
coupled to the transformer outputs, the inputs coupled to
at least one memory location storing at least one digital
representation of current in the plurality of circuits, the
testing station further including a load variation detec-
tion circuit capable of detection of the known load, and
a wireless transmitter coupled to a microprocessor;

aportable control and display terminal wirelessly coupled
to the testing station to operate the load variation detec-
tion circuit, and access memory and display an image
representative of a physical building floor plan and asso-
ciate in memory the visual representation of the known
load with a portion of the image representative of a
physical building floor plan and display a visual repre-
sentation of the detection of the known load thereon.

9. The circuit tester in claim 8 further comprising,

the microprocessor operating a process to detect the known
load current by comparing the at least one digital repre-
sentation of current in the plurality of circuits before and
after application of the known load current.

10. The circuit tester in claim 9 wherein

the process to detect the known load current includes an
edge detection circuit and a counter.
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